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O*O*rGIO GORJ S.A Data:12.01.2026
LABORATOR APA POTABILA PagSna ll3

CED RUNCA . ARCANI

-
REZUI,'TATE MONITORIZARE OPERATIONALA2O25

-

PARAMETRTJL

DETERMINAT

NR

PROBE/

AI\
BAZIN

VALORI NR

PROBE/

All
RETEA

VALORI

MIROS 4 corespunzator 6 corespunzator

pH (unitati de pH) 4 6.96;6.99;7 .02;6.94 6 6 -99 ;6.87 ;6.97 ;7 .0 6 ;6.9 8 ;6.99

CONDUCTTVITATE

(pS/cm)

4 299 .2;3 79 .8 ;289.4 ;29 5.6 6 3 0 | .9 ;29 9 .2;3 I 5 .4 ;29 8.3 ;29 I .2 ;29 3 .9

TURBIDITATE (I!-[LD 4 0.642;0.632;0.7 32;0.69 5 6 0.651;0.7 47 ;0.57 6;0.846;0.7 19 ;0.69 5

INDICEDE

PERMANGANAT

(mgo2lt)

3 1.36;1.56;1.28 2 1.20;1.40

AMONIU (me/l) 4 0.040;<0.034; <0.034;0.039 6 <0.034; <0.034; <0.034; <0.034;

<0.034; <0.034

MTRITI (me/l) 4 <0.017; <0.017; <0.017; <0.017 6 <0.0 17; <0.017; <0.0 l7; <0.017;

<0.017;<0.017

aZoTAII (mg/l) 4 4.5 5 5 ;4.9 49 ;4.803 ;l .7 49 6 4.63 I ;3.7 09 ;5.20 6;0.9 03 ;5.020 ;2.00 5

CLORURI (mgll) 5 8.225;17.770;8.366 2 7.799;11.345

CLORREZIDUAL

LIBER (mgil)

4 0.458 ;0.449 ;0 .466;0.467 6 0.260;0.254;0.268;0.245 ;0.261 ;0.27 0

DLTTH|E
(grade germane)

J 9.043;9.324;9 .066 2 8.998;9.301

FIER (pgll ) 2 32;30 1 JJ

MANGAN (pell) 2 '1.1 1 6

BACTCOLIFORME

(Cfr/100m1)

4 o;o;o;o 6 0;0;0;0;0;0

E COLI (Cfr/l00rnl) 4 o;o;o;o 6 0;0;0;0;0;0

ENTEROCOCI Cfir/l00ml 4 o;o;o;o 6 0;0;0;0;0;0

NTG 22'C (Ctu/mD 4 o;o;o;o 6 0;0;0;0;0;0

NTG 37'C (Ctu/ml) 4 o;o;o;o 6 0;0;0;0;0;0

Cod: PSL-7. 8-Ir4/Ed2-R0
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APAREGIO GORJ S.A Data:12.01 .2026

LABORATORAPA POTABILA Pagsna2l3

CED RUNCA - ARqANI

REZUI,TTqE MONITOBTZ+RE OPERATIONALA ?02s

ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

VALORI

Bor mgl 1 0.2

TOC me/l 1 <1

1,2-Dicloretan psll 1 <0.3

P esticide organo clorurate

-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-delta BHC
-Aldrin
-heptaclorhepoxid iso A
-garnma Chlordan

-alpha Chlordan

-Endosulfan I
-4.4',- DDE
-Dieldrin
-Endrin
-4.4',-DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

pg/l 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

pdr 1 3.2
<0.2

3.2

Trihalometani
Cloroform
Diclorbrommetan
Dibromclonnetan
Tribrommetan

vsll 1 6.8

5.6

0.2

1.0

<0.1

Arsen vgn 1 <3

Cadmiu psll 1 <1

Crom pEn 1 <5

Cupru rngll 1 <0.005

Cod :PSL-7.8-F4/Ed2-R0



ooo*r"ro GORJ s.A
LABORATORAPA POTABILA

Data:12.01.2026
Pagpna3l3

CED RUNCA - ARCANI

REZULTATE MONITORIZARB OPERATIONALA 2025

Nichel p.sll 1 <5

Plumb psll 1 <1

Seleniu psll 1 <5

Stibiu pgr 1 <2

Sef Laborator Central Ape,
Ing. Gordin Mirabela

Sef laborator apa potabila,

Lrg. Mihart Olivia

th:t'f

Cod:P SL-7. 8-F4/Ed2-R0


