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APAREGIO GORJ SA Data:72.01.2026
LABORATORAPA POTABILA Pagpna ll3

CED CARBT]NESTI . BOBU

REZULTATE MONITORIZARE OPERATIONALA 2025

PARAMETRIIL

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI NR

PROBE/

AI\
RETEA

VALORI

MIROS J corespunzator 6 corespunzator

pH (unitati de pH) J 7.45;7.44;7.40 28 7 .41;7 .39;7 ,42;7 .37;7 .411'7 .40;7 .41;

7.39;7.40;7 .41;7 .39;7 .40;7 .42;7 .44;

7.39;7.42;7 .41;7 .43;7 .42;7 ,41;7 .40;

7 .39;7 .42;7 .40;7 .42;7 .40;7 .43;7 .31

CONDUCTIVITATE

(U.S/cm)

3 485 .6;67 5 .6;650.5 28 483 .8 ;482.0 ;67 4.7 ;57 7 .9 ;67 2.9 ;

67 5.6 ;67 3.8 ;681.0 ;67 9 .2;68 1.9 ;

680. 1 ;680. 1 ;67 5.6;67 8.8;685.4;

648.7 ;650.5 ;655.9 ;652.3 ;663.9 ;

662.1 ;6 5 4.7 ;663 .0 ;67 0.2;6 58.6 ;

657 .7;660.3;656.8
,IURBIDITAIE 

G.i.IU) J 0.983;1.83;0.993 28 0.995;0. 823 ; 1 .65;0.929 ;1.47 ;1.56;

1.43 ;1.38;1.21 ;1.23 ;1.09 ;1.21 ;1.17 ;

1.23 ; 1. I 8 ; 1.0 5;0.997 ;0.9 67 ;0.9 46;

1.13 ;1.12;0.97 2;0.97 7 ;0.985; 1. i 3 ;

1.03;0.998;0.908

INDICEDE

PERMANGANAT

(meO2/l)

I t.52 1 t.42

AMONIU (me/l) J 0.527;0.457;0.439 6 0.442;0.425 ;0.411;<0.034;0.29 I ;

0.459

NITRII'I (mg/l) 0.095;0.095;0.079 6 0.365;0.066;0.365;0. 109;0.359;

0.405

aZOTAII (mg/l) J 3.285;2.855;2.802 6 2.461 ;2.346;2.58 1 ;5.033 ;2.50 1 ;

2.222

CLORLIRI (mg/l) 1 t7.442 I t7.372

CLORREZIDUAL

LIBER (mg/l)

J 0 .448;0.455;0 .454 28 0.254 ;0.25 4 ;0.25 4 ;0.257 ;0.257 ;

0.252 ;0.2 5 1 ;0.25 5 ;0.242;0.241 ;

0.261 ;0 .25 6 ;0.253 ;0.269 ;0.268 ;

0.258 ;0.267 ;0.25 4 ;0.264 ;0.25 5 ;

0.266 ;0 .25 4 ;0.26 6 ;0.263 ;0 .260 ;

0.257;0.258;0.256

DURITATE

(grade germane)

I 12.623 1 12.555

FIER (pell ) 1 IJ 1 79

MANGAN (pgll) I 48 1 42

Cori:P SL-7. 8-F4iEd2-R0



' 
APAREGIO GORJ SA Data:12.01.2026
LABORATORAPA POTABILA pagqna2l3

CED CARBUNESTI - BOBA

ANEXA CRSP TIMISOARA

REZULTATp, M9NITORIZARE OPERATTONALA 202s

BACTCOLIFORME

(Ctui100ml)
J o;o;o 6 0;0;0;0;0;0

E COLI (Cfi/100rnl)
3 o;o;o 28 0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;

0;0;0;0;0;0;0;0;0;0

ENTEROCOCI Cfir/100m1 J o;o;o 28 0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;0;

0;0;0;0;0;0;0;0;0;0

NTG 22'C (Cft/ml) J o;o;o 6 0;0;0;0;0;0

NTG 37'C (Ctu/ml)
3 o;o;o 6 0;0;0;0;0;0

PARAMETRUL

DETERMINAT
U]VI NR. PROBE

(RETEA)

VALORI

Bor mgll 1 0.9

TOC mgll I <l
1,2-Dicloretan $en 1 <0.3

Pesticide organoclorurate

-alfaBHC

-gammaBHC

-beta BHC

-Heptachlor

-delta BHC

-Aldrin

-heptaclorhepoxid iso A
-gamma Chlordan

-alpha Chlordan

-Endosulfan I
-4.4',-DDE

-Dieldrin

-Endrin

-4.4',- DDD

-Endosulfan II
-4.4',-DDT

-EndrinAldehide

-Eudosulfan Sulfat

-Metoxiclor

-Endrin ketona

ItCll I

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.0I

Cod:PSL-7. 8-F4/Ed2-R0



APAREGIO GORJ SA
LABORATORAPA POTABILA

Sef Laborator Cenkal Ape,
Ing. Gordin Mirabela

Data:12.01.2026
Paglna3/3

Sef laborator apa potabila,
Ing. Mihafi Olivia

OI;M

CED CARBUNESTI - BOBA

I Suma
I

I 
Tetracloretena

I Tricloretena

I Trihalometani
I

I Chlorofonn

I Diclorbrommetan
I

I Dibromclormetal
I

I Tribrommetan
l-+
I Ars"r,

Cadmiu

-

Crom

9,p*
Nichel

;lr-b-
S"l"rtr-

-

Stibiu

ItC/l I <0.2

<0.2

<0.2

$gl 1 1.3

l.l
0.2

<0.3

<0.1

pe/l I <3

ttC/l I <1

ItC/1 I <5
m5ll I 0.005
pgl I <5

ttcn 1 <1

vs/l I <5

ItC/l I 29.8

Cod:PSL-7. 8-F4/Ed2-R0


