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CED TICLENI. BACUREASA

REZULTATE MONITORIZARE OPERATIONALA 2025

PARAMETRT]L

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI

NR

PROBE/

Atl
RETEA

VALORI

MIROS 5 corespunzator 6 corespunzator

PH (unitati de pH) 5 6 7 .10;7 .16;7 .17;7 .38;7 .06;7 .08

CONDUCTTVITA|E

(pS/cm)

5 568 .l;510 .7 ;651 .4;597 .6;57 5 .2 6 57 2.5 ;649 .6 ;632.6 ;593.1 ;584.2;

591.3

TURBIDITATE (NTU) 5 0. 892;0. 65 1 ;0 .7 02;0.97 3 ;0.698 6 0.786;0.6 13 ;0 .541 ;0.824;1.17 ;1.30

INDICEDE

PERMANGANAT

(mgo2lt)

J 1.23;1.36;1.28 I 1.10

AMONIU (mg/l) 5 <0.034; <0.034; <0.034; <0.034;

<0.034

6 <0.034;<0.03 4;<0.034;<0.034;

<0.034; <0.034

NITRITI (mg/l) 5 <0.017; <0.017; <0.017; <0.017;

<0.017

6 <0.017; <0.017; <0.017; <0.017;

<0.017; <0.017

azoTAII (mdl) 5 4.042;2.59 4;3.5 1 5 ;3.059 ;3.3 1 I 6 0.633 ;3 .19 6;3 .67 0 ;3.67 4 ;3 . 5 64 ;

3.643

CLORURI (mg/l) 17.557;11.274;10.635 I tt.34s

CLORREZIDUAL

LIBER (mgil)
5 0.454 ;0.4 60 ;0.458 ;0.45 5 ;0.47 7 6 0 .260 ;0.266 ;0.25 4 ;0.2 52;0 .27 7 ;

0.272

DURITAfE

(grade germane)

J 17 .155;17 .l1l;17 .054 I 17.054

FIER (pgll ) J 43;31;41 1 45

MANGAN (pgll ) J 15;10;10 1 13

BACTCOLIFORME

(Ctu/100m1)
5 0;0;0;0;0 6 0;0;0;0;0;0

E COLI (Cfi/100m1)
5 0;0;0;0;0 6 0;0;0;0;0;0

ENTEROCOCI Cfi/100m1 5 0;0;0;0;0 6 0;0;0;0;0;0

NTG 22'C (Cfi/ml) 5 0;0;0;0;0 6 0;0;0;0;0;0

NTG 37"C (Ctu/ml) 5 0;0;0;0;0 6 0;0;0;0;0;0

Cod:PSL-7. 8-F4/Ed2-R0

7 .12;7 .09;7 .19;7 .42;7.08
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CED TICLENI - BUCUREASA

REZULTATE IIONTTORTZABE OPERATTONALA 202s

ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

YALORI

Bor mg/l 1 0.11

TOC mgll 1 <1

1,2-Dicloretan ps/l 1 <0.3

P esticide organoclorurate
-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-deltaBHC
-Aldrin
-heptaclorhepoxid iso A
-grunma Chlordan
-alpha Chlordan

-Endosulfan I
-4.4'- DDE
-Dieldrin
-Endrin
-4.4',-DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

pgl 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

ps/l I 0.9

<0.2

0.9

Trihalometani
Chloroform
Diclorbrommetan
Dibromclormetan
Tribrommetan

pdl 1 6.9

0.3

0.3

2.5

3.8

Arsen psll 1 <3

Cadmiu ps/l 1 <1

Crom Fgl 1 <5

Cupru me/l 1 <0.005

Cod:PSL-7. 8-F4/Ed2-R0
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