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APAREGIO GORJ SA Data:72.01.2026
LABORATORAPA POTABILA Pagpnatl3

CED CARBT]NESTI . CERAT DE COPACIOASA

REZUUIATE MONITORIZARE OPERATIONALA 2025

PARAMETRI]L

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI NR

PROBE/

AN

RETEA

VALORI

MIROS J corespunzator 4 corespunzator

pH (unitati de pH)
3 7.15;7.19;7.15 4 7 .13;7 .22;7 .17;7 .24

CONDUCTIVITATE

(pS/cm)
J 771.5;776.8;732.9 4 7 7 7 .7 ;7 47 .3 ;7 34.7 ;7 30.2

TURBIDITA|E G.rItD J 0.907;0.690;0.849 4 0 .895;0.797 ;0.856;0.7 59

INDICEDE

PERMANGANAT

(meO2lt)

2 1.61;1.36 I 1.52

AII4ONIU (mgll)
3 0.231;0.207;0.214 4 0 .215;0.037 ;0.17 6;0.346

NITNTI (mg/l) J <0.017; <0.017; <0.017 4 0.020;<0.0 17;0.020;0.066

AZ0TATI(mg/l) J 9 .646;8.872;9 .934 4 1 0. 1 95; 1 0.067 ;10.536;8.048

CLoRURI (mg/l) 2 23.04423.186 I 22.s48

CLORREZIDUAL

LIBER (me/l)
J 0.455;0.460;0.455 4 0.259 ;0.27 I ;0.25 1 ;0.259

DURITAIE

(grade germane)

2 19.792;19.758 I 19.702

FIER (pgll ) 2 48;47 1 41

MANGAN (pgll ) 2 44;36 1 38

RACTCOLIFORME

(Ctu/100mI)
J o;o;o 4 o;o;o;o

E COLI (Cfu/l00ml) J o;o;o 4 o;o;o;o

ENTEROCOCI Cfi/l00rnt 3 o;o;o 4 o;o;o;o

NTG 22"C (Ctu/ml) J o;o;o 4 o;o;o;o

NTG 37"C (Ctu/ml) J o;o;o 4 o;o;o;o

Cod:PSL-7. 8-F4/Ed2-R0



APAREGIO GORJ SA Da6:12.01.2026
LABORATORAPA POTABILA pagsna2l3

CED CARBTTNESTI - CER/ff pE CO?AQTO4SA

RE zvt44r E UoNrToRr, ZABE Op, ER.i{TTONALA 2 p 2 s

ANEXA CRSP TIMISOARA

PARAMETRUL

DETERMINAT
UM RETEA/NR.

PROBE

VALORI

Bor mgll 1 0.9

TOC mgll I <1

1,2-Dicloretan pc/l 1 <0.3

Pesticide organoclorurate

-alfa BHC

-gammaBHC

-beta BHC

-Heptachlor

-deltaBHC

-Aldrin

-heptaclorhepoxid iso A
-gamma Chlordan

-alpha Chlordan

:Endosulfan I
.4.4'- DDE

-Dieldrin

-Eudrin

-4.4',- DDD

-Endosulfan II
-4.4',-DDT

-En&inAldehide

-Endosulfan Sulfat

-Metoxiclor

-Endrin ketona

ItC/l I

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Totraoloretena

Tricloretena

tLCll I <0.2

<0.2

<0.2

Trihalometani

Chloroform

Diclorbrommetan

Dibromclormetan

Tribrommetan

tLCll I 0.2

<0.3

0.2

<0.3

<0.1

Arsen pell I ra\)
Cadmiu pcll 1 <1

Crom ps/l I <5

Cupru mg/l I <0.005

Cod:PSL-7. 8-F4/Ed2-R0
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LABORATORAPA POTABILA Data:12.01.2026
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CED CARBUNESTI . CER,,IT DE COPACIOASA

Sef Laborator Central Ape,
Ing. Gordin Mir.abela

Sef laborat or apapotabila,
Ing. Mihart Olivia

a?,id

Cod:PSL-7. 8-F4/Ed2-R0


