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PARAMETRUL

DETERMINAT

NR

PROBD/

AN

BAZIN

VALORI NR

PROBE/

Ai\
RETEA

VALORI

MIROS 3 corespunzator 4 corespunzator

pH (unitati de pH) 3 7.42;7.25;7.29 4 7 .09;7 .21;7 .28;7 .30

CONDUCTTVITIIE

(pS/cm)

J 231.1;218.6;221.3 4 8 1 8. 1 ;2 1 5.0;223.1;210.5

TLIRBIDITAIE (NTU) J 1.89;0.710;0.740 4 0.558;0.888 ;0 .7 7 3 ;0.925

INDICEDE

PERMANGANAT

(mgo2lt)

2 1.16;1.10

AMONIU (me/l) J <0.034; <0.034; <0.034 4 0.062; <0.034; <0.034; <0.034

NITRITI (mg/l) J <0.017; <0.017; <0.017 4 <0.017; <0.017; <0.017; <0.017

AZOTATI (me/l) 3 1.615;0.992;l .448 4 18.77 4;1.107;0.88 1 ;1.563

CLORURI (me/l) 2 11.557;11.699

CLORREZIDUAL

LIBER (mg/l)

J 0.264;0.451;0 .465 4 0 .2 5 8 ;0.26 I ;0 .24 6 ;0 .2 68

DURITAIE

(grade gerrrane)

2 4.797;4.858

FIER (pgll ) 2 162;159

MANGAN (pell) 2 48;47

BACTCOLIFORME

(Cfir/100m1)

3
o;o;o 4 o;o;o;o

E COLI (Cfr/100m1) 3 o;o;o 4 o;o;o;o

ENTEROCOCI Cfi.r/l00ml 3
o;o;o 4 o;o;o;o

NTG 22'C (Ctu/ml) J o;o;o 4 o;o;o;o

NTG 37'C (Cfl/ml) J o;o;o 4 o;o;o;o
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