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Sef laborator apa potabila,

Ing. Mihart Olivia
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CED RUNCA . DOBRITA SPIruL

REZUr/TATE MONITORTZARE QPEBATTONALA 202s 
,

Sef Laborator Central Ape,
Ine. Gordin Mirabela
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PARAMETRUL

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI NR

PROBEi

Atl
RETEA

VALORI

MIROS 2 corespunzator 4 corespunzator

pH (unitati de pH) 2 7.69;7.48 4

CONDUCTTVITIT|E

(pS/cm)

2 513.4;484.7 4 5 10.7 ;33 6.9 ;487 .4;590.5

TURBIDITAIE G.i-IU) 2 0.738;1.20 4 0.69 I ;0.748;0 .730;0.946

INDICEDE

PERMANGANAT

(mgo2ll)

1 r.32 I 1.23

AMONIU (mg/l) 2 <0.034;0.058 4 <0.034; <0.034; <0.034; <0.034

NITRITI (mg/l) 2 <0.017; <0.017 4 <0.017; <0.017; <0.017; <0.017

AZOTAII (mg/l) ) 17.416;8.026 4 I 5.990; 1.585 ;7 .499 ;6.348
CLORLIRI (mgll) I 26.377 I 26.164

CLORREZIDUAL

LIBER (mg/l)

2 0.460;0.462 4 0.25 5 ;0.267 ;0.264 ;0.267

DURITAIE

(grade germane)

1 15.282 1 15.248

FIER (pgll ) 1 36 1 37

MANGAN (pg^) 1 7 1 5

BACTCOLIFORME

(Ctu/l00ml)

2 0;0 4 o;o;o;o

E COLI (Cfrr/l00m1) 2 0;0 4 o;o;o;o

ENTEROCOCI Ctu/100m1 2 0;0 4 o;o;o;o

NTG 22"C (Ctu/ml) 2 0;0 4 o;o;o;o

M'G 37"C (Ctu/ml) 2 0;0 4 o;o;o;o

Cod :PSL-7. 8 -F4lEd2-R0

7 .65;7 .72;7 .62;7 .56


