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CED CARBT]NESTI. FLOKESTENI

Sef laborator apa potabila,

Ing. Milart Olivia
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PARAMETRT]L

DETERMINAT

NR

PROBE/

Af[
BAZIN

VALORI NR

PROBE/

AN

RETEA

VALORI

MIROS J corespunzator 4 corespunzator

pH (unitati de pH) 3 6.87;7.07;6.89 4 6.84;6.92;7 .ll;7 .13

CONDUCTTVITATE

(pS/cm)

5 414.8;419 -3;473.0 4 4 12.l ;4 19 .3 ;422.0 ;413.9

TURBIDITAIE O[IU) 0.942;0.736;0.694 4 0.9 1 6;0. 804;0 .7 44;0.9 17

INDICEDE

PERMANGANAT

(mgO2il)

2 1.26;1.20 I 1.13

AII4oNIU (mg/l) 3 <0.034; <0.034; <0.034 4 <0.034; <0.034; <0.034; <0.034

NITRITI (me/l) 3 <0.017; <0.017; <0.017 4 <0.017; <0.017; <0.017; <0.017

AZOTAII (mg/l) 3 19.027;16.747;3.612 4 20.461 ;l 5.97 7 ;14.7 15;15.41 2

CLORURI (mg/l) 2 18.790;18.435 1 18.435

CLORREZIDUAL

LIBER (me/l)

J 0.454;0.455;0.475 4 0 .2 53 ;0 .2 68 ;0.263 ;0 .26 4

DURITATE

(grade germane)

2 10.580;10.547 I 10.491

FIER (pgll ) 2 38;47 1 34

II{ANGAN (pgll ) 2 1o;9 1 8

BACTCOLIFORME

(Cfr/100m1)

J o;o;o 4 o;o;o;o

E COLI (Cfr/100m1) J o;o;o 4 o;o;o;o

EM-EROCOCI Cfi/100m1 o;o;o 4 o;o;o;o

NTG 22"C (Ctu/ml) j o;o;o 4 o;o;o;o

NTG 37"C (Ctu/ml) J o;o;o 4 o;o;o;o
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