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CED CARBT]NESTI. LICURICI

REZULTAI,E MOIIITORI?AR+ OPERATIONALA 2q25

PARAMETRUL

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI NR

PROBE/

Afl
RETEA

VALORI

MIROS 2 corespunzator 4 corespunzator

pH (unitati de pH) 2 7.81;7.79 4

CONDUCTTVITATE

(pS/cm)

2 638.8;637.9 4

TURBIDITATE G.MU) 2 0.652;0.676 4 0.703;0.793;0.613;1.98

INDICEDE

PERMANGANAT

(mg02/l)

1 2.28 I 2.t9

RUONIU (mg/l) 2 0.462;0.439 4 0.413;0.43 1 ;0 .231;0.462

NITRITI (mell) 2 0.303;0.345 4 0.471 ;0.43 4 ;0.421 ;0.408

AZOTATI (mgll) 2 2.081;2.306 4 1 .620 ;2.457 ;4.09 | ;2333

CLORURI (mg/l) I 16.733 I 16.379

CLORREZIDUAL

LIBER (mg/l)

2 0.455;0.453 4 0.25 5 ;0.243 ;0 .253 ;0 .280

DURITAIE

(grade germane)

I t3.s76 I 13.531

FIER (pgll ) 1 60 1 58

mNGAN (pell) 1 23 1 t7

BACT COLTFORME

(Cfu/100m1)

2 0;0 4 o;o;o;o

E COLI (Cfi/l0Oml) 2 0;0 4 o;o;o;o

ENTEROCOCI Ctu/lOOrnl 2 0;0 4 o;o;o;o

NTG 22'C (Ctu/ml) 2 0;0 4 o;o;o;o

NTG 37'C (Ctu/ml) 2 0;0 4 o;o;o;o

Sef Laborator Central Ape,

lng. Gordin Mirabela

Sef laborator apa potabila,

Ing. Mihart Olivia

dh'tlk

Cod :PSL-7. 8-F4lEd2-R0

7 .78;7 .73;7 .77;7 .35

640.6;582.4;635.3 ;7 05.1


