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Sef laborator apa potabila,

krg. Mihart Olivia

Cfrr'il,/-

PARAMETRT]L

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI

NR

PROBE/

AN

RETEA

VALORI

MIROS J corespunzator 7 corespunzator

pH (unitati de pH) J 7.09;7.36;7.34 7 7 .12:7 .tl ;7 .39 ;7 .29 ;7 .54;7 .59 ;7 .60

CONDUCTIVITAIE

(pS/cm)

J 301.9;353.0;310.9 7 300.1 ;399.6;351.2:431.9 ;400.5 ;399 .5;

405.0

TURBIDITA|E (I\-TU) J 0.659;0.634;0.608 7 0.693 ; 1.05 ;0. 597 ;0.914;0.7 43;0.69 5;

0.674

INDICEDE

PERMANGANAT

(mgo2/l)

2 1.53;1.32 4 1.34;l .28:'l .36;L .37

AIvIoNru (mg/l) 3 0.453;<0.034;<0.034 7 0.437 ;<0.034;<0.034;0.3 1 8 ;<0.034;

<0.034;<0.034

MTRITI (mg/l) J 0.030;<0.017;<0.017 7 0.036;<0.0 17;<0.017;0.020;<0.0 I 7;

<0.017;<0.017

aZOTAII (me/l) 1.240;1.443;1.620 7 2.0 19 ;0.87 6;0.925 ;0.7 3 5 ;1 .7 44 ;l .687 ;

t.620

CLORURI (mell) 2 14.535;14.181 4 13 .40 I ;3 6.37 4 ;3 6.1 62;3 6.020

CLORREZIDUAL

LIBER (mg/D

J 0.455;0.456;0.456 7 0.257 ;0.254;0.25 I ;0.255;0.724;0.266;

0.267

DURITAIE

(grade germane)

2 7.203;7.181 4 7 .l 58 ;6.7 7 7 ;6.7 99 ;6.7 66

FIER (pell ) 2 41;50 4 39;35;37;32

MANGAN (pell ) 2 1 8;13 4 15;10;9;8

BACTCOLIFORME

(Cfir/100m1)
3

o;o;o 4 o;o;o;o

E COLI (Cfi/l00ntl) J o;o;o 4 o;o;o;o

ENTEROCOCI Cfi/100m1 J o;o;o 4 o;o;o;o

NTG 22'C (Ctu/ml) J o;o;o 4 o;o;o;o

NTG 37'C (Ctu/ml) 0;o;o 4 o;o;o;o
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