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LABORATOR APA POTABILA PagSta ll3

CED CARBT]NESTI - POJOGENI CEBAT

REZULTATE ryrONrrORrZARp, OPERATIONALA 202s

PARAMETRUL

DETERMINAT

NR

PROBE/

Af[
BAZIN

VALORI I\R
PROBE/

AN

RETEA

VALORI

MIROS J corespunzator 4 corespunzator

pH (unitati de pI{) J 7.65;7.60;7.64 4 7 .62;7 .60;7 .67;7 .59

CONDUCTIVITAIE

(1rS/cm)

J 558.2;555.5;559.1 4 560.0;568.9;561.8;568. I

TURBIDITAIE (I.iTU) 3 0.865;0.842;0.813 4 0.830;1.02;0.842;0.8 I 1

INDICEDE

PERMANGANAT

(mgozlt)

2 1.84;1.52 1 1.74

AMONIU (mgll) J 0.327;0.304;0322 4 0.3 07 ;0.243 ;0.3 13 ;0.224

NITRITI (mg/l) 3 <0.017; <0.017;0.036 4 0.020; <0.017;0.043; <0.017

AZOTATI (mell) J 2.691;2.541;2.714 4 2.43 4 ;2.448;2.48 8 ;0.934

CLORURI (me/l) 2 21.697;21.271 I 2t.4t3

CLORREZIDIJAL

LIBER (mg/l)

J 0.454;0.468;0.458 4 0.25 6 ;0.25 1 ;0 .260 ;0 .249

DLIRITATE

(grade germane)

2 15.618;15.585 I 15.125

FIER (pgll ) 2 54;55 I 49

MANGAN (pell ) 2 27;21 1 24

BACTCOLIFORME

(Ctu/100m1)
3 o;o;o 4 o;o;o;c

E COLI (Cfi/l0Ortl) J 0:0;0 4 o;o;o;o

EM'EROCOCI Ctu/100m1 J o;o;o 4 o;o;o;o

NTG 22"C (Ctu/ml) J o;o;o 4 o;o;o;o

NTG 37"C (Ctu/ml) J o;o;o 4 o;o;o;o

Cod:PSL-7. 8-F4/Ed2-R0
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ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM RETEA
/NR.

PROBE

VALORI

Bor mgll 1 0.2

TOC mgll 1 <t
1,2-Dicloretan vdl 1 <0.2

P esti cide organoclorurate

-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-delta BHC
-Aldrin
-heptaclorhepoxid iso A
-gamma Chlordan

-alpha Chlordan

-Endosulfan I
-4.4',-DDE
-Die1drin

-Endrin
-4,4'- DDD
-Endosulfan II
-4.4',- DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

pell 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Triclorctena

vs/l 1 <0.2
<0.2,

<0.2

Trihalometani

Cloroform
Diclorbrommetan
Dibromclormetan
Tribrommetan

$dl 1

<0.3

<0.2

<0.3

<0.1

Arsen ps/l 1 <3

Cadmiu vgr 1 <l
Crom $dr 1 <5

Cupru msll 1 <0.044

Cod:PSL-7. 8-F4/Ed2-R0
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