
APAREGIO GORJ S.A
LABORATORAPA POTABILA

Data:12.01.2026
Pag;na1l3

cED CARBUNESTI - POQG)iZNI VALEA W,4

REZULTATE MONITORIZARE OPERATIONALA 2025

PARAMETRT]L

DETERMINAT

NR

PROBE/

ATI

BAZIN

VALORI NR

PROBE/

Ai\I

RETEA

VALORI

MIROS 2 corespunzator 4 corespunzator

pH (unitati de pH) 2 7.24;7.20 4

CONDUCTIVITATE

(pS/cm)

2 576.1;570.7 4 57 7 .9 ;57 0.7 ;57 2.5;57 3.4

TURBIDITAIE (I'i-rU) 2 0.799;0.765 4 0.817 ;0.7 94;0.7 83 ;0.7 30

INDICEDE

PERMANGANAT

(mgo2ll)

1 r.52 I 1.42

AMONIU (mg/l) 2 0.039;0.039 4 <0.034; <0.034; <0.034; <0.034

NITRITI (mg/l) 2 <0.017; <0.017 4 <0.017; <0.017; <0.017; <0.017

AZOIi\TI (mg/l) 2 4.816;4.697 4 5.985;5.326;5.41 0;3.533

CI.ORURI (mg/l) 1 2t.200 1 20.846

CLORREZIDUAL

LIBER (mg/l)

2 0.457;0.448 4 0.25 5 ;0.260 ;0.25 8 ;0.25 6

DURITATE

(grade germane)

I 14.923 I 14.822

FIER (pg'l ) 1 51 I 47

MANGAN (pgll ) t t1 I 9

BACTCOLIFORME

(Cfi/100rnl)
2 0;0 4 o;o;o;o

E COLI (Ctu/100m1) 2 0;0 4 o;o;o;o

ENTEROCOCI Ctu/l00rnl 2 0;0 4 o;o;o;o

NTG 22'C (Cfu/ml) 2 0;0 4 o;o;o;o

NTG 37'C (Cfi/ml) 2 0;0 4 o;o;o;o

Cod:PSL-7. 8-F4/Ed2-R0

7 .19;7.40;7.23;7 .32
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ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM RETEA
/NR.

PROBE

YALORI

Bor mgll 1 0.4

TOC mgll 1 <1

1,2-Dicloretan psll 1 <0.2

Pesticide organoclorurate

-alfa BHC
-gamma BHC
-beta BI{C
-Heptachlor

-deltaBHC
-Aldrin
-heptaclorhepoxid iso A
-garnma Chlordan

-alpha Chlordan

-Endosulfan I
-4,4'.DDE
-Dieldrin
-Endrin
-4.4',-DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor .

-Endrin ketona

pgl 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

psll 1 <0.2

<0.2

<0.2

Trihalometani
Cloroform
Diclorbrommetan
Dibromclormetan
Tribrommetan

vgtl 1

<0.3

<0.2

<0.3

<0.1

Alsen Itgll I <3

Cadmiu psll 1 <1

Crorn pg/l 1 <5

Cupru rngil 1 0.061

Cod :P SL-7. 8 -F4lEd2"-R0
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Nichel pg/l 1 <5
Plumb ttg/l 1 <1
Seleniu ttgll 1 <5
Stibiu ttdl 1 <2

Sef Laborator Central Ape,
lng. Gordin Mirabela

Sef laborator apa potabila,
Ing. Mihart Olivia

0l^'/r'f

Cod:PSL-7. 8-F4/Ed2-R0


