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APAREGIO GORJ S.A Data:12.01.2026
LABORATOR APA POTABILA pagna tt3

CED NOVACI. RfiNCA NOVACI

REZUL,TA"TE MONIT9RTZARE OPERAUONALA 202s

PARAMETRUL

DETERMINAT

NR

PROB

E/AN

BAZIN

VALORI NR

PROBE/

AN

RETEA

VALORI

MIROS 2 corespunzator 6 corespunzator

pH (unitati depH) ,) 6.80;6.97 6 6.84;7 .10;7 .01;6.98;6.99;7 .32

CONDUCTIVITATE

(pS/cm)

2 40.6;47.4 6 47.3 ;65 .5 ;48.2;49 .9 ;49 .0 ;10 1.6

TI.IRBIDITATE (NTU) 2 1.37;0.652 6 1 .29 ;0.997 ;0.57 9 ;0.61 4 ;0.9 47 ;

0.658

INDICEDE

PERMANGANAT

(mgo2lt)

1 1.36 J 1.20;1.18;1.37

AMONIU (mg/l) 2 <0.034;<0.034 6 <0.034;<0.034;<0.034;<0.034;

<0.034;<0.034

NITRITI (mg/l) 2 <0.017;<0.017 6 <0.0 1 7;<0.0 1 7 ;<0.0 17 ;<0.0 11 ;

<0.017;<0.017

AZOTAII (mg/l) 2 1.403;0.832 6 1.49 1 ; 1.598 ;0 .823;1.37 2;1.7 18;

1.873

CLORURI (mg/l) I 4.183 3 4.041;4.254;4.963

CLORREZIDUAL

LIBER (me/D

2 0.461;0.443 6 0.2 5 6 ;0.229 ;0 .249 ;0 .26 6 ;0.282 ;

0.261

DURITA|E

(grade germane)

I 1.178 J L133;l.425;1.907

FIER (pgll ) I 3 5 34;43;30

MANGAN (pgll) I 7 3 5;6;6

BACTCOLIFORME

(Cfl/l00ml)
2 0;0 6 0;0;0;0;0;0

E COLI (Cfi/l00rnt)
2 0;0 6 0;0;0;0;0;0

ENTEROCOCI Ctu/100m1 2 0;0 6 0;0;0;0;0;0

NTG 22'C (Ctu/ml) 2 0;0 6 0;0;0;0;0;0

NTG 37"C (Ctu/ml) 2 0;0 6 0;0;0;0;0;0

Cod:P SL-7. 8-F4/Ed2-R0
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APAREGIO GORJ S.A Data:12.01.2026
LABORATORAPA POTABILA pagtrta2l3

CED NOVACI- RfiNCA NOVACI

REZULTAT4 MONTTORIZARE OPERATIONALA 2 02s

ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

VALORI

Bor mgfi 1 <0.1

TOC mg/l 1 <1

1,2-Dicloretan psll 1 <0.3

P esticide organoclorurate
-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-delta BHC
-Aldrin
-heptaelorhepoxid iso A
-gamma Chlordan
-alpha Chlordan
-Endosulfan I
-4.4',-DDE
-Dieldrin
-Endrin
.4,4'.DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

Itgll 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

ttgA 1 0.9
<0.2

0.9

Trihalometani
Cloroform
Diclorbrommetan
Dibromclormetan
Tribrommetan

psll 1 3.9

3.6

0.3

<0.3

<0.1

Arsen $sll 1 <3

Cadmiu pLgl 1 <1

Crom $e/l 1 <5

Cod:PSL-7. 8-F4/Ed2-R0
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