
' 'oroREGIo 
G.RJ s.A Data:12.01.2026

LABORATORAPA POTABILA Paglnall3

CED ROVINARI . ROV.INARI QR48

REZUIiTATE ry gNITgRIZ. ARE, O PER.{TIONALA 2 0 2 i

PARAMETRUL

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI

NR

PROBE/

AI\
RETEA

VALORI

MIROS 6 corespunzator 8 corespunzator

pH (unitati depH) 6 7 .32;7 .34;7 .47;7 .45;7 .54;7 .56 8 7 ,30;7 .32;7 .31;7 .34;7 .45;7 .29;7 .53;

7.59

CONDUCTIVITAIE

(pS/cm)

6 37 4.5 ;3 5 6.6 ;3 82.6 ;38 1.7 ;41 6.6 ;

4t6.6

8 37 3.6;355.7 ;348.5;37 9.0;380.8;37 4.5;

376.3;420.2

TURBTDITATE (r\-ru) 6 0,9 46;2.03 ;0.57 9 ;0.5 64 ;0.7 93 ;

0.729

7 0.897; 1. 85;0.7 32;0.537 ;0.7 9 4;0.817 ;

0.816

INDICEDE

PERMANGANAT

(meO2/l)

3 7.32;1.28;1.26 3 1.24;1.21;1.32

AMOMU (mell) 6 <0.034 ;<0.03 4;<0.034 ;<0.03 4 ;

<0.034;<0.034

8 <0.034;<0.034;<0.034;<0. 03 4;<0.034;

<0.034;<0.03 4;<0.034

NITRITI (mgll) 6 <0.0 1 7;<0.0 1 7 ;<0,017 ;<0.017 ;

<0.017;<0.017

8 <0.0 17;<0.0 17;<0.01 7;<0.017 ;<0.011'

<0.017;<0.017;<0.017

AZOTATI (mgll) 6 1.527 ;1.5 l4;3.187 ;3.059 ;2.7 62;

2.523

8 1.434:1.739;l .328;1 .443;3 .037 ;1 .333;

3.152;2.669

CLORURI (mg/l) 5 34.176;36.445:36.162 J 33.964;35.736;36.871

CLORREZIDUAL

LIBER (me/l)

6 0.458 ;0.466;0 .45 5;0.47 l;0.47 6;

0.26s

8 0.263 ;0.27 4 ;0.27 0 ;0.267 ;0.259 ;0.259 ;

0.274;0.275

DURITATE

(grade germane)

J 9.189;9.066;9.032 9.167;8.819;8.864

FIER (pgll ) J 39;66;56 3 38;53;41

MANGAN (pgll) 3 7;7;6 3

BACTCOLIFORME

(Ctu/100m1)

6 0;0;0;0;0;0 7 0;0;0;0;0;0;0

E COLI (Cfir/l00ntl) 6 0;0;0;0;0;0 7 0;0;0;0;0;0;0

ENTEROCOCI Ctu/100m1 6 0;0;0;0;0;0 7 0;0;0;0;0;0;0

NTG 22"C (Ctu/mD 6 0;0;0;0;0;0 7 0;0;0;0;0;0;0

NTG 37'C (Ctu/ml) 6 0;0;0;0;0;0 7 0;0;0;0;0;0;0

Cod:P SL-7. 8-F4/Ed2-R0



APAREGIO GORJ S.A Data:12.01.2026

LABORATORAPA POTABILA Pagsna2l3

CED ROVINAHI. ROVINARI ORAS

REZULTATE MONTTgRTZA\BE OPERATIONALA 2025

ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

VALORI

Bor mgll 1 <0.2

TOC mgfi 1 <1

Hidrocarburi aromatice policiclice
(benzo(b)fluoranten,

benzo(k)fluoranten,

benzo(ghi)perilen,

indeno(1,2,3-cd) piren)

psll 1 <0.001

<0.001

<0.001

<0.001

<0.001

Benzo(a)piren psll 1 <0.001

1,2-Dicloretan p,sll 1 <0.2

Pesticide organoclorurate

-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-delta BHC
-Aldrin
-heptaclorhepoxid iso A
-garnma Chlordan

-alpha Chlordan
-Endosulfan I
4.4'-DDE
-Dieldrin
-Endrin
-4.4',-DDD
-Endosulfan II
-4.4',- DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrinketona

pdl 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

psll 1 <0.2

<0.2

<0.2

Trihalometani
Cloroform
Diclorbrommetan

pgr 1

<0.3

<0.2

Cod:PSL-7. 8-F4iEd2-R0



' 'O*OREGIO 
GORJ S.A Data:12.01.2026

LABORATORAPA POTABILA Paglna3l3

cED ROYINART - ROVTNA4I ORAS

REZUTjTATp UONTTORTZARE 9PERATIONALA 202s

Dibromclormetan
Tribrommetan

<0.3

<0.1

Arsen vdl 1 <3

Cadmiu pgll 1 <1

Crom pgn 1 <5

Cupru mell 1 0.052

Nichel ttgll 1 <5

Plumb ttgll I <1

Seleniu pell 1 <5

Stibiu vsll 1 <2

Sef Laborator Central Ape,

Ing. Gordin Mirabela

Sef laborator apa potabila,

Ing. Mihart Olivia

Clo'4,f

Cod:PSL-7. 8-F4/Ed2-R0


