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CED TICLENI. TICLENI ORAS

REZUUIATE MoNITO\IZABE OPER {TIQIIAqA 20?i

PARAMETRUL

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI

NR

PROBE/

AN

RETEA

YALORI

MIROS 5 corespunzator 7 corespunzator

pH (unitati de pH) 5 7 .77;7 .79;7 .69;7 .23;7 .76 7 7 .15;7 .65;7 .63;7 .20;7 .61;7 .59;7.77

CONDUCTTVITAfE

(pS/cm)

5 4 5 6.0 ;465.0;561.8;522.4;460.5 7 457 .8;549 .2;481.1;511.6;47 5.8;

470.4;463.2

TURBIDITAIE G.nU) 5 0.842;0,7 26 ;1 . 54;0.99 4 ;0.7 18 7

INDICEDE

PERMANGANAT

(mgozll)

J 1.521'1.36;1.34 1 t.39

AMoNru (mg/l) 5 0.3 63 ;0.3 57 ;0.707 ;0.3 6l ;0.202 7 0.390;0. 1 06;0 .067 ;0.321 ;0.444;

0.081;0.242

MTRITI (mg/l) 5 0. 1 94;0. I 88 ;0 .020;0.026;0.020 7 0.201 ;0.026;0. I 8 I ;0.033 ;0.030;

<0.017;<0.017

aZoTAII (me/l) 5 2.9 26 ;3 .08 I ;3 .7 7 2;2.9 17 ;2.7 49 7 3 .17 4 ;3 .502;5 .27 7 ;2.7 40 ;3 .8 12;

2.829;2.669

CLORURI (mg/l) 3 9 .288;9 .146;9 .07 6 1 8.863

CLORREZIDUAL

LIBER (mdl)
5 0.458 ;0.450;0 .453 ;0.454;0.466 7 0.257 ;0.253 ;0.25 8 ;0.25 6 ;0.265 ;

0.259;0.220

DURITATE

(grade gerrnane)

J 10.042;9 .97 5;9 .986 I 9.941

FIER (pgll ) 3 45;40;41 I 56

MANGAN (pgll ) J 11;8;10 I t0

BACTCOLIFORME

(Cfir/100m1)

5 0;0;0;0;0 7 0;0;0;0;0;0;0

E COLI (Cflr/l00m1) 5 0;0;0;0;0 7 0;0;0;0;0;0;0

ENTEROCOCI Cfu/l0Oml 5 0;0;0;0;0 7 0;0;0;0;0;0;0

NTG 22"C (Ctu/ml) 5 0;0;0;0;0 7 0;0;0;0;0;0;0

NIG 37"C (Ctu/mD 5 0;0;0;0;0 7 0;0;0;0;0;0;0

Cod :PSL-7. 8 -F4lEd2-R0
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CED TICLENI. TICLENI ORAS

RE,ZULTATE MONITORIZARE. OPERATIONALA 2025

ANEXA CRSP TIN{ISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

VALORI

Bor mgll 1 <0.1

TOC mgfi 1 <1

1,2-Dicloretan Itgll I <0.3

Pesticide organoclorurate

-alfa BHC
-ganrma BHC
-beta BHC
-Heptachlor
-delta BHC
-Aldrin
-heptaclorhepoxid iso A
-ganma Chlordan
-alpha Chlordan

-Endosulfan I
-4.4',-DDE,

-Dieldrin
-Endrin
-4.4',- DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

pdl I
<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

$gll 1 <0.2

<0.2

<0.2

TChalometani

Chloroform
Diclorbrommetan
Dibromclormetan
Tribromrnetan

p8/r 1 0.5

0.3

0.2

<0.3

<0.1

Cod:PSL-7. 8-F4/Ed2-R0
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CED TICLENI - TICLENI ORAS

REZULTA{E M,ONTTOBTZARE OPERATION,ALA 202s

Arsen pell 1 <3

Cadmiu pgl 1 <1

Crom pdl 1 <5

Cupru ms./l 1 <0.005

Nichel pell 1 <5

Plumb psn 1 <1

Seleniu ttdl 1 <5

Stibiu pgl 1 <2

Sef Laborator Central Ape,
Ing. Gordin Mirabela

Sef laborator apa potabila,

Ing. Mihart Olivia

tar*
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