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CED TISMANA. TISMENITA

REZULTATE MONITORIZARE OPERATIONALA 2025

PARAMETRT]L

DETERMINAT

NR

PROBE/

AN

BAZIN

VALORI NR

PROBE/

AN

RETEA

YALORI

MIROS 4 corespunzator 6 corespunzator

pH (unitati de pH) 4 7 .19:'7 .42;7 .13;7 .53 6

CONDUCTIVITAIE

(pS/cm)

4 97 .8;84.6;97 .4;235.6 6

TURBIDITATE (NTU) 4 0 .898;4.42;0 .995;1 .19 6 0.842;1.93 ;4.28 ;l .19 ;3.9 8 ;4.93

INDICEDE

PERMANGANAT

(mgO2ll)

2 1.48;1.32 1 t.32

AMONIU (me/l) 4 0.124; <0.034; <0.034; <0.034 6 0. 104;0.039;<0.034;<0.034;

<0.034;<0.034

NITNTI (mgil) 4 <0.017; <0.017; <0.017; <0.017 6 <0.0 1 7;<0.0 I 7 ;<0.017 ;<0.017 ;

<0.017;<0.017

azO'IAII (mgll) 4 6 0.79 6;0.841 ;1.045; 1.0 I 8; 1.085;

1.178

CLORUN (mg/l) 2 5.530;5.601 1 5.247

CLORREZIDUAL

LIBER (me/l)

4 0.4 54;0.4 54 ;0.47 I ;0.461 6 0 .2 5 8 ;0.263 ;0.269 ;0 .29 0 ;0.27 5 ;

0.240

DURITATE

(grade germane)

2 2.356;2.390 I 2.3t1

FIER (pell ) 2 56;45 1 53

MANGAN (pgil ) ) 8;7 1 6

BACTCOLIFORME

(Cfiri100ml)

4 o;o;o;o 6 0;0;0;0;0;0

E COLI (Cfi/100m1) 4 o;o;o;o 6 0;0;0;0;0;0

IINTEROCOCI Ctu/l00ntt 4 o;o;o;o 6 0;0;0;0;0;0

NTG 22'C (Ctu/ml) 4 o;o;o;o 6 0;0;0;0;0;0

NTG 37"C (Ctu/ml) 4 o;o;o;o 6 0;0;0;0;0;0

Cod:P SL-7. 8-F4/Ed2-R0

7 .14;7 .20;7 .40;7 .15;7 .45;7 .15

9 6.6 ;93 .l ;9 0.3 ;97 .9 ;219 . 5 ;7 2.2

1 .004;1 .009;2.090; 1 .076
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ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

VALORI

Bor mgll 1 <0.1

TOC mgll 1 <1

1,2-Dicloretan Itgll 1 <0.3

P esticide organoclorurate

-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-deltaBHC
-Aldrin
-heptaclorhepoxid iso A
-garnma Chlordan

-alpha Chlordan

-Endosulfan I
-4.4',- DDE
-Dieldrin
-Endrin
-4.4',-DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

pgl i
<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

Suma

Tetracloretena

Tricloretena

pgll 1 8.4

3.6

4.8

Trihalometani
Cloroform
Diclorbrommetan
Dibromclormetan
Tribrommetan

pdl 1 69.6

s9.3

0.2

0.3

9.8

Arsen psll 1 <3

Cadmiu pdr 1 <1

Cod:PSL-7.8-F4/Ed2-R0
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Crom pg/l 1 <5

Cupru mgll 1 <0.005

Nichel psll 1 <5

Plumb ttgl 1 <1

Seleniu psll 1 <5

Stibiu psll 1 <2

Sef Laborator Central Ape, Sef laborator apa potabila,

Ing. Mihart OliviaIng. Gordin Mirabela

df^w

Cod:PSL-7. 8 -F4lEd2-R0


