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CED TURCENI . TURCENI OMS

REZULTAT4 MqNJTORTZARE OPERATTONALA 202s

PARAMETRUL

DETERMINAT

NR

PROBE/

All
BAZIN

VALORI
NR

PROBEi

AN

RETEA

VALORI

MIROS 6 corespunzator 7 corespunzator

pH (unitati de pH) 6 7 .26;7 .32;7.33;7.05;7.15;7 .27 7 7 .23;7 .31;7 .24;7 .09;7 .26;7 .29;

7.28

CONDUCTTVITA|E

(pS/cm)

6 821.6;827 .0;860.2;840.5 ;843.1

856.6

7 817 .2;873.6;9 I 3.0 ; 837.8 ;840.5;

845.8;820.7

TURBTDTTATE orru) 6 0,97 3 ;0.9 17 ;0.97 8 ;0.9 66 ;0.97 2;

0.893

7 0.958;0.8 18;0.873;1.18;0.710;

0.911;0.946

INDICEDE

PERMANGANAT

(mgo2lt)

4 I .36;l .36;l .32;1.32 2 1.23;1.32

AMONIU (mg/l) 6 <0.034; <0.034; <0.034; <0.034;

<0.034; <0.034

7 <0.034; <0.034; <0.034; <0.034;

<0.034; <0.034; <0.034

MTRITI (mg/l) 6 <0.017; <0.017; <0.017; <0.017;

<0.017; <0.017

7 <0.017; <0.017; <0.017; <0.017;

<0.017; <0.017;<0.017

AZOTAII (mgll) 6 0.9 47 ;1.084;0.885;0.8 I 9;0.806;

1.040

7 0.7 1 9 ;1 .4 5 6 ;0.7 04 ;0.7 84;1.251 ;

0.877;1.005

CLORURI (mg/l) 4 3 1.0 5 6 ;29 .7 80 ;42.7 5 6 ;37 .43 8 2 30.489;30.347

CLORREZIDUAL

LIBER (mg/l)

6 0.455 ;0.454;0 .458;0.461 ;0.454;

0.468

7 0 .260 ;0.239 ;0.264 ;0.260 ;0.260 ;

0.266;0.268

DURITAIE

(grade germane)

4 19 .7 47 ;19 .523;17 .97 4;27 .410 2 19.702;19.624

FIER (pgll ) 4 69;61;58;61 2 68;63

MANGAN (pgll ) 4 32;35;23;38 2 29;23

BACTCOLIFORME

(Cfi/100m1)

5 0;0;0;0;0 6 0;0;0;0;0;0

E COLI (Cfi/100m1) 5 0;0;0;0;0 6 0;0;0;0;0;0

ENTEROCOCI Ctu/lO0ml 5 0;0;0;0;0 6 0;0;0;0;0;0

NTG 22'C (Cft/ml) 5 0;0;0;0;0 6 0;0;0;0;0;0

NTG 37"C (Ctu/ml) 5 0;0;0;0;0 6 0;0;0;0;0;0
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cED ruRCENr - rV$gENr ORAS

ANEXA CRSP TIMISOARA

PARAMETRUL
DETERMINAT

UM NR.
PROBE

(RETEA)

VALORI

Bor mgll 1 0.2
TOC mCl 1 1.01
Hidrocarburi aromatice policiclice
(benzo(b)fluoranten,

benzoft)fluoranten,
benzo(ghi)perilen,

indeno( 1,2,3 -cd) piren)

ttg/l 1 0.001
<0.001

<0.001

<0.001

<0.001
Benzo(a)piren vsll 1 <0.001
1,2-Dicloretan Itgll 1 1.2
P esticide organoclorurate
-alfa BHC
-gamma BHC
-beta BHC
-Heptachlor
-delta BHC
-Aldrin
-heptaclorhepoxid iso A
-grilnma Chlordan
-alpha Chlordan
-Endosulfan I
-4.4',-DDE
-Dieldrin.
-Endrin
-4.4',-DDD
-Endosulfan II
-4.4',-DDT
-EndrinAldehide
-Endosulfan Sulfat
-Metoxiclor
-Endrin ketona

Itg/l 1

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01

<0.01
Suma'
Tetracloretena

Tricloretena

psl 1 <0.2

<0.2

<0.2
Trihalometani p,gr 1
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Sef laborator apa potabilq
Ing. Mihart Olivia

dkn{

Cloroform
Diclorbrommetan

Dibromclormetan
Tribrommetan

<0.3

<0.2

<0.3

<0.1
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