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CED TICLENI - VACAREA

BEZULTATE MONITORTZARE OPERATIONALA 202s

PARAMETRT]L

DETERMINAT

NR

PROBE/

Ai\
BAZIN

VALORI

NR

PROBE/

AI\
RETEA

VALORI

MIROS j corespunzator 5 corespunzator

pH (unitati depH) 3 7.68;8.10;7.79 5

CONDUCTTVITATE

(pS/cm)

J 332.4;340.5;337.8 5 33 5.1 ;33 6.9 ;3 64. 6 ;327 .0 ;4 52.5

TURBIDITA|E (I.iTU) J 2.27;4.10;0.914 5 2.19 ;2.85 ;1 .7 3 ;1.43 ;1.1 5

INDICEDE

PERMANGANAT

(mgO2ll)

1 2.00 1 t.77

AMoNIU (me/l) J 0.169;0.055;0.305 5 0. 146;0.052 ;0 .233 ;0.268;0.1,13

NITRITI (mg/l) 3 <0.017;0.039; 0.036 5 <0.0 17;0.063;0.086;0.076; <0.0 l7

AZOTAII (mgll) J 7 .465;1.673;0925 5 2 .147 ;7 .97 4;7 .248;0 .854;l .642

CLORURI (mg/l) I 14.252 I 13.968

CLORREZIDUAL

LIBER (mg/l)

J 0.477;0.456;0.461 5 0.25 I ;0.27 0 ;0.268 ;0.262;0.266

DURITATE

(grade germane)

1 7.663 1 7.618

FIER (pell ) 1 122 1 114

MANGAN (pgll ) 1 38 1 35

BACTCOLIFORME

(Cfir/100m1)
J o;o;o 5 0;0;0;0;0

E COLI (Ctu/100m1) J o;o;o 5 0;0;0;0;0

ENTEROCOCI Ctu/l00rnl J o;o;o 5 0;0;0;0;0

NTG 22'C (Ctu/mD J o;o;o 5 0;0;0;0;0

NTG 37"C (Ctu/mD J o;o;o 5 0;0;0;0;0

Sef Laborator Central Ape,

Ing. Gordin Mirabela

Sef laborator apa potabila,

Ing. Mihart Olivia

fflr'/,1'

Cod:PSL-7. 8-F4/Ed2-R0

7 .66;8.04;7 .84;7 .7 7 ;7 .7 5


